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NOTES:

1. CONSTRUCTION : MODULAR

2. FINISH: CREAM COLOR RIPPLE

3. ALUMINUIM GLAND PLATES BOTTOM ENTRY

L. INGRESS PORTECTION RATING IP43

5. INCOMER: 300A 3P SOCOMEC, 63A 2P TEMBREAK MCCB, 160A TEMBREAK MCCB 3P
6. IRRINET CONTROLLER PROVIDED AND INSTALLED BY PARKLANDS PRODUCTS
7. MCB CHASSIS: 250A 24WAY (8TP) 3P BF

8. MCB'S: DIN-T10 TERASAKI 10KA 1P,3P C/B/D CURVE

9. RCBO'S: DIN-SAFE 3P+N 30MA TYPE A 40A-63A

10. CONTACTORS: NHP 240V AC 3P CA7 20A - 32A

11. OTHERS:3 POSITION SELECTOR SWITCHES (AUTO/QOFF/MAN)

12. NHP TIME CLOCK- DELAY OFF TIMER, NHP THERMOSTAT AND HEATER

13. OMRON RELAYS 2P-4P

12. CT'S FREE ISSUED (SPARE SPACE WITH REMOVABLE LINKS)

13. TARIFF METER

14. MONTROSE PILLAR SUPPLIED BY MONTROSE FOUNDRY (MK 4/154)
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